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Joseph M. Farley Nuclear Plant — Unit 2

Unit 2 Licensee Event Report 2016-001-00

Manual Reactor Trip due to High Steam Generator Level
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IABSTRACT (Limit to 1400 spaces, i.e., approximately 15 single-spaced typewritten lines)

On 5/11/2016 at 0653 CDT, with Unit 2 (U2) at 29 percent power, the Hi-Hi Steam Generator (SG)
setpoint was reached. This caused the main feedwater valves to isolate, the running main feedwater
pumps to trip, automatic start of the Motor Driven Auxiliary Feed Pumps, and the main turbine to trip
automatically. The reactor was manually tripped per procedure. This event is reportable as required by 10
CFR 50.73(a)(2)(iv)(A) due to a manual actuation of the Reactor Protection System and the automatic
actuation of the Auxiliary Feedwater system.

The cause of the manual reactor trip was determined to be inadequate control of the feedwater system,
leading to an overfilling of the Steam Generators. Corrective actions included additional training provided
to the startup control rcom team on manipulations that affect the feedwater system. Also, more specific
guidance on feedwater system operation and control during Startup from Hot Standby to Power
Operations will alsc be incorporated into operating procedures.
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A. PLANT AND SYSTEM IDENTIFICATION

Westinghouse - Pressurized Water Reactor

Energy Industry Identification Codes are identified in the text as [XX].

B. DESCRIPTION OF EVENT

On 5/11/2016 at 0653 CDT, with Unit 2 (U2) at 29 percent power, the Hi-Hi Steam Generator (SG)
setpoint was reached. This caused the main feedwater valves to isolate, the running main feedwater
pumps to trip, automatic start of the Motor Driven Auxiliary Feed Pumps, and the main turbine to trip
automatically. The reactor was manually tripped per procedure.

C. UNIT STATUS AT TIME OF EVENT

Unit 2, Mode 1, 29 percent power

D. CAUSE OF EVENT

The cause of the manual reactor trip was determined to be inadequate control of the feedwater system,

leading to an overfilling of the Steam Generators.

E. REPORTABILITY ANALYSIS AND SAFETY ASSESSMENT

This event is reportable as required by 10 CFR 50.73(a)(2)(iv)(A) due to a manual actuation of the reactor
protection system and automatic actuation of the auxiliary feedwater system. The reactor was shut down
at 0653 and mode 3 was entered to complete the necessary procedural actions. The Motor Driven
Auxiliary Feed Pumps also started automatically which is reportable by 10 CFR 50.73(a)(2)(iv)(A). There
was no loss of safety function and no radioactive release associated with this event. All required safety
systems were available and the plant responded as expected. There were no actual consequences
detrimental to the health and safety of the public and is considered to be of very low safety significance.

F. CORRECTIVE ACTION

Corrective actions included additional training provided to the startup control room team on manipulations
that affect the feedwater system. Also, more specific guidance on feedwater system operation and
control during Startup from Hot Standby to Power Operations will also be incorporated into operating

procedures.

G. ADDITIONAL INFORMATION

Other system affected:

No systems other than those mentioned in this report were affected by this event.
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Commitment Information:
This report does not create any licensing commitments

Previous Similar Events:

LER 2010-002-00; Reactor Trip due to Failed Feedwater Regulating Valve Controller
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